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3199 De La Cruz Boulevard e Santa Clara, CA 95054-2483
TEL: (408) 988-0770 FAX: (408) 988-0762
E-MAIL: test@quantalabs.com

This is to certify that the results from the test(s) requested by

ECOFIT LIGHTING are on file under

Quanta Laboratories Job No. _QL-09-1172 and conform

to the specification(s) stated in P.O. No.

These results apply to the following equipment and are

available for review upon request.

Model No: GE LIGHTING FIXTURE
S/N: #7
***VIBRATION TESTS ***
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SINE SWEEP VIBRATION TEST DATA

3199 De La Cruz Blvd, Santa Clara, CA 95054
Phone: (408) 988-0770 FAX: (408) 988-0762
test@quantalabs.com www.quantalabs.com

CLIENT: ECOFIT LIGHTING P.O. NO:

SPECIMEN: GE LIGHTING FIXTURE JOB NO: QL-09-1172

SPECIFICATION: ANCI C136.3-1995 PAGE 1 OF
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DATE SIN AXIS FREQUENCIES & LEVELS REMARKS
X NON-OPERATIONAL TEST
. No significant resonance
SINE.SWEEP TEST: below 30Hz was detected
40-10 HZ@3.0 G on the luminaire in any axis
RATE: 0.5 Oct/Min during the sine sweep at
12-02-2009 3G's in any axis, To meet
L TOTAL: One Sweep/Axis the requirements of the
12-03-2009 Y specification the unit was
DWELL: 30Hz@3.0G tested for 100,000 cycles at
DURATION: 100,000 Cycles/Axis 30Hz at 3.0 G's. The test
completed without a major
structural failure that could
result in a safety issue.
Z

DEFINITION OF AXES

TEST CONDUCTOR: W DATE: 12-03-2009
TEST ENGINEER: 6 M&Z\/\/ DATE: 12-03-2009
24
WITNESS: />R\ DATE:
Q. A. ENGINEER: / /(//{) )aﬁ DATE: 12-03-2009
/ .
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Vibration Test

ECOFIT LIGHTING
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SANTA CLA

Z-AXIS

Y-AXIS

X-AXIS

S/N: #07

12/03/2009

JOB NO. : QL-09-1172






